24"

PRE-CAST REINFORCED
CONCRETE VALVE BOX
COLLAR TO BE OMITTED e . GRADE TO BE ESTABLISHED

IN PAVED SECTIONS Y CAST IRON COVER TO ALLOW FOR DRAINAGE
AWAY FROM CONCRETE COLLAR

FINISHED GRADE

3

MUELLER OR
APPROVED EQUAL

30" MIN,

CAST IRON VALVE BOX
ADJUSTABLE "SCREW
TYPE* W/ 24" TO 36"
EXTENSION

GATE OR PLUG VALVE
(MEGA LUGS/ GRIP
RINGS REQUIRED)

BELL RESTRAINT

(REQUIRED ONE

JOINT EACH SIDE -

OF VALVE)
BELL RESTRAINT
(REQUIRED ONE

JOINT EACH SIDE
@9#?&00£15ﬂ§§§%_C0NC‘ Zfluﬁﬂﬂ CONC. SUPPORT OF VALVE)

("4 BARSIFOR 10¢ TYP. CONC. SUPPQRT
AND LARGER VALVES PRECAST BLOCKS MAY BE
USED FOR LESS THAN 1@* VALVES
(FIELD CONDITIONS MAY REQUIRE
NOTES: ADDITIONAL REQUIREMENTS)

(1) SEE "TYPICAL FITTING AND JOINT RESTRAINT"DETAIL FOR VALVE RESTRAINTS.
(2) TOP OF VALVE BOX AND COLLAR SHALL BE PAINTED GREEN FOR SEWER FM AND
BLUE FOR WATER.

(3) EXTENSION STEM WILL BE REQUIRED TO BE WITHIN 2 FT,0F THE SURFACE IF
OPERATING NUT IS OVER S FT.BELOW GRADE.EXTENSIONS SHALL BE PERMANENTLY
ATTACHED TO VALVE NUT AND SHALL BE PROVIDED WITH HORIZONTAL SPACERS FOR
BERTICLE ALIGNMENT WITHIN THE VALVE BOX.

(4) PER GSWSA STANDARDS, MATERIAL APPROVAL THRU THE SUBMITTAL PROCESS ARE
REQUIRED PRIOR TO ANY INSTALLATIONS.

TYPICAL VALVE AND VALVE BOX
WS

.

BRICK UNDER EACH
SIDE OF VALVE BOX

STONE BEDDING UNDER
VALVE BOX

TYPICAL
VALVE AND VALVE BOX
SEWER ONLY
UPDATED: 08/28/06 WS
LATEST REVISION:

08/28/06 DRT DELETED "GROUT ANNULAR SPACE"” NOTE FOR AREA BETWEEN

VALVE BOX AND VALVE COLLAR. GRAND STRAND
WATER & SEWER AUTHORITY




TAPPING
GATE VALVE

SMITH-BLAIR OR
APP’D. EQUAL

GASKET

PIPE 0.D.

JL

RN

RRRNNRY
NN

DR

QTY."E"
BOLTS~|§IZE s

UNDISTURBED SOILJ

TAPPING SLEEVE TO BE
OF TYPE AND MANUF.

TYP. THRUST ANCHOR APPROVED BY GSWSA

(SEE STD. DETAIL)

TYPICAL TAPPING SLEEVE

(FOR WATERLINE OR SEWER FORCEMAIN)
WS2

CONC. BRICK OR
SOLID CONC. BLOCK

TYPICAL
TAPPING SLEEVE

WATER OR SEWER

UPDATED: 2/16/98 WS2

GRAND STRAND
WATER & SEWER AUTHORITY
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TYPICAL

ROADWAY DIRECTIONAL BORE
GRAND STRAND
WATER & SEWER AUTHORITY

172572008

FOR POLYETHYLENE (PE) PIPE

WATER OR SEWER

UPDATED








































